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1. SEAL ALL THRU-WALL PENETRATIONS IN RATED CONST.
W/ U.L. RATED FIRE-STOP SYSTEMS.
2. PATCH & FINISH, OR REPLACE, ALL WORK DAMAGED
DURING CONSTRUCTION TO MATCH EXISTING.
TURN—OFF ALL POWER CIRCUITS BEFORE DISCONNECTING|
DEVICES AND FIXTURES.

gg EXISTING
) EXISTING RELOCATED
N)”  NEW

FXTURE DESCRIPTION

EXIT SIGN WITH GREEN LED LETIERS AND

A [BATTERY BACK-UP. 120VAC, 1 PH, N, n.ummuu
HOUSING, P OLYCARBONA
SINGLE FACE, TYPE GILBERT CAT f
LED—1 —EM—G—W—BPR—120VAC.
RECESSED DOWN LIGHTING FIXTURE, 120VAC,

B PH, TYPE HALO CAT # H7701T—1640BA WITH
JoDH-ATo LAME.
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|—SWITCH b CONTROL
TO LIGHT FIXTURE.

DEMOLITION NOTES:

(D) REMOVE FIRE ALARM PULL BOX FOR RELOGATING LATER.
(@) () ELEC. ACCESS COVER TO REMAN.

@ REMOVE LIGHT SWITCH TO BE RELOCATED. PULL BACK
WIRING IN CEILING UP TO FIRST PULL BOX.

@ REMOVE SMOKE DETECTOR TO BE RELOCATED. PULL BACK
WIRING IN CEILING PULL BOX.

@ REMOVE EMERGENCY LIGHT FIXTURE & RESPECTIVE WIRING|
UP TO CEILING PULL BOX.

(©) REMOVE LIGHT FIXTURES, STORE ONE UNIT FOR
RELOCATION.

REMOVE WIRE AND CONDUIT TO THE FIXTURE PULL BOX.
MAINTAIN POWER TO THE OTHER FIXTUI

(E) HEAT DETECTOR TO REMAIN.

o REMOVE TRACK LIGHT, CONDUIT & J—BOX LEAVE WIRING
IN CEILING FOR CONNECTION LATER

. REMOVE LIGHTING SWITCH FOR INSTALLATION LATER.

DISGONNEC'T EXISTING DOOR HOLDER WIRING AND PULL
K FOR FUTURE CONNECTION.

QQNSTBQQTIQN NOTES:

@ CONDUTT & 4-BOX I PARTITION FOR. MAG.
STALLED BY OTHERS. Rer 10
RRCPRECTORAL DWEs' FOR LocATI
(@) RELOCATE FIRE ALARM PULL BOX, RECESS TO
EXTEND POSSIBLE.
@) ETEND_EXSTNG FIRE ALARM WRING FOR ZONE 1G50.
PULL NEW WIRING TO RM 4097 D
DWo: 6550803, REV E"FOR WIRING DIAGRAM.

EXTEND EXISTING ZONE 1654 WIRING FROM FCB IN OLD
LOCATION TO NEW LOCATIO!

(25 RELOCATE EXISTING SMOKE DETECTOR.

RELOCATE LIGHT SWITCH CONTROLLING FIXTURES IN
HALLWAY 4097.

(@) RELOGATE_ LIGHT FIXTURE. EXTEND EXISTING GIRCUIT FROM
THE SWITCH ",
INSTALL 2412+1412G IN 3/4” CONDUIT TO (N) EXIT

® I / ®

@9 EXTEND EXISTING WIRING RING_ (2#12+14120) TO RELOCATED
EMERGENCY LIGHT FIXTU

@ EXTEND EXISTING. CIRCUTT |

12+1t120 TO GONNECT
RECESSED AND FLOOD N ITEM

M FLOOD LIGHT FIXTURES TOMARD NOBEL LAURENTES'S
NIcHE £ TYEE, PROVDE A PULL BOX
12+1 S ON THE SAME. GIRCUT AS TH
D CAP WIRE ENDS.
@ RELOCATE LIGHT SWITCH CONTROLLING FIXTURES IN
HALLWAY 4085,

PLANS

50 1st FLOOR CORR. 4097 o
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